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ABSTRAK 

 

AHMAD HUZAENI. Studi Rekapitulasi Daya Listrik Pada Gedung Sinarmas 

Land Plaza Jakarta. Pembimbing Drs. Irzan Zakir, M.Pd dan Aris sunawar SPd, 

MT 

Penelitian ini bertujuan untuk mengetahui bagaimanakah Studi 

Rekapitulasi Daya Listrik, dan apakah terjadi ketidakseimbangan beban 

mempengaruhi pada gedung Sinarmas Land Plaza 

 

Penelitian ini dilakukan di gedung Sinarmas Land Plaza Jakarta, pada 

bulan oktober 2015, studi ini dilakukan dengan pengambilan data beban pada 

panel distribusi, menghitung beban rata-rata dan mengukur arus antar fasa dan 

arus netral,  selanjutnya menghitung prosentase ketidakseimbangan beban pada 

panel distribusi perlantai, metode yang di pakai pada penelitian ini adalah metode 

deskriftif. Intrumen penelitian berupa tabel data 

 

Dari hasil  pengukuran arus tertinggi terletak pada panel 8 (Lp2) sebesar 

13,41 A, terendah terjadi pada lantai Gf (Lp1) sebesar 1,52A, dan rata rata nilai 

arus netral tertinggi terjadi pada lantai 3 (lp1) sebesar 7,62 A, terendah pada lantai 

Gf (Lp1) sebesar 1,35 A 

 

Bedasarkan hasil pengambilan data yang tidak sesuai setandar 

ketidakseimbangan menurut IEEE No 446-1980 terjadi pada lamtai Gf, lantai 3, 

lantai 6, lantai 8 dan lantai 9. Rata-rata rekapitulasi daya pada Gedung Sinarmas 

Land Plaza Jakarta prosentase % ketidakseimbangan beban sebesar 9,67% sesuai 

dengan standar IEE No 446-1980  

 

Kata Kunci: Rekapitulasi daya, Ketidkseimbangan Beban 
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ABSTRACT 

 

AHMAD HUZAENI . Study of Electrical Power Recapitulation On Sinarmas 

Land Plaza Building Jakarta . Advisors Drs . Irzan Zakir , M.Pd and Aris 

Sunawar S.Pd , MT 

 

 This study aims to determine how Study of Electrical Power 

Recapitulation, and whether there is an unbalance affects the load on Sinarmas 

Land Plaza building 

  

 This research was conducted in the Sinarmas Land Plaza building 

Jakarta , in October 2015 , the study was conducted with data collection burden on 

the distribution panel , calculate the average load and measure the current between 

the phase and neutral current , and then calculating the percentage of load 

unbalance  in the distribution panel every floor , the method in use in this research 

is descriptive method . Research instrument in the form of data tables 

  

 From the results of measurement the highest current is located on panel 

8 ( LP2 ) amounted to 13.41 A , the lowest was on the floor Gf ( LP1 ) of 1,52A , 

and the average value of neutral current is highest in the 3rd floor ( lp1 ) of 7.62 A 

, the lowest on the floor Gf ( LP1 ) of 1.35 A. Based on the results of data 

retrieval, according to the standard by the IEEE No. 446-1980 unbalance occurs in 

floor Gf , floor 3 , floor 6 , floor 8 and 9. The average floor recapitulation of 

power in the Sinarmas Land Plaza Building Jakarta percentage % load unbalance 

equal to   9 , 67 % according to the standard IEE No. 446-1980 

 

Keywords : power Recapitulation , Load unbalance 
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