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ABSTRAK 

Mamah Nurfadilah. ANALISIS KELAIKAN INSTALASI RUMAH TINGGAL 

BERDAYA 450 VA DAN 900 VA DI DESA BALAGEDOG KECAMATAN 

SINDANGWANGI KABUPATEN MAJALENGKA (PROVINSI JAWA 

BARAT). Skripsi. Jakarta: Program Studi S1 Pendidikan Teknik Elektro Fakultas 

Teknik Universitas Negeri Jakarta. Dosen Pembimbing: Ir. Drs. Parjiman, MT, dan 

Dr. Faried Wadjdi, M.Pd. 

Penelitian ini bertujuan untuk mengetahui kelaikan instalasi listrik rumah tinggal 

yang berada di lingkungan RT.06 dan RT.07  dengan daya terpasang 450 VA dan 

900 VA di Desa Balagedog Kecamatan Sindangwangi, Kabupaten Majalengka 

(Jawa Barat). berdasarkan konsidi perlengkapan listrik yaitu kabel, kotak kontak 

dan tusuk kontak, jenis pengaman (MCB, sekering), dan grounding berdasarkan 

standar PUIL 2011. Metode yang digunakan dalam penelitian ini yaitu analisis 

deskriptif kuantitatif. Dengan cara mengobservasi setiap rumah dengan 4 aspek 

yang akan diteliti. Teknik analisis data yang digunakan adalah dengan 

menggunakan teknik analisis deskriptif persentase. Yaitu peneliti mengolah data 

kemudian menggunakan rumus persentase untuk mengetahui tingkat kelaikan 

instalasi rumah tinggal. Hasil penelitian menunjukan bahwa kondisi perlengkapan 

instalasi listrik didapatkan tingkat ketidaklaikan yaitu pada kondisi grounding, 

sebanyak 21 rumah tidak terpasang grounding. Pada instalasi rumah dengan daya 

450 VA lebih banyak ditemukan ketidaklaikan dari setiap aspek yang diteliti. 

Penyebabnya yaitu karena faktor ekonomi dari pemilik instalasi dengan tingkat 

ekonomi menengah ke bawah, sehingga pemilik rumah kurang memperhatikan 

kualitas dari komponen instalasi listrik yang tidak sesuai standar SNI karena 

harganya yang mahal. Rumah tinggal juga dihuni oleh lansia yang kurang 

memahami mengnai instalasi listrik yang tepasang. Pada kondisi perlengkapan 

listrik yang terpasang  dengan konsisi sudah usang akibat usia pemakaian yang 

lama, sehingga perlu dilakukan penggantian dan juga pemeliharaan secara berkala. 

Hal tersebut diharapkan dapat mengurangi resiko terjadinya kecelakaan listrik. 

Untuk meningkatkan kelaikan instalasi listrik pada rumah tinggal yang berada di 

lingkungan RT.06 dan RT.07  dengan daya terpasang 450 VA dan 900 VA di Desa 

Balagedog Kecamatan Sindangwangi, Kabupaten Majalengka (Provinsi Jawa 

Barat) Desa Balagedog, hendaknya pemilik rumah lebih memperhatikan hal-hal 

yang tidak sesuai dengan ketentuan PUIL 2011 yaitu pada perlengkapan instalasi 

listrik( kabel, kotak kontak, MCB dan sekering, dan grounding). 

 

 

Kata kunci: Kelaikan Instalasi Listrik, Rumah Tinggal, PUIL 2011, Perlengkapan 

Instalasi Listrik, Kabel, Kotak Kontak, MCB, Sekering, Grounding.  
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ABSTRACT 

 

Mamah Nurfadilah. FEASIBILITY ANALYSIS OF 450 VA AND 900 VA 

RESIDENTIAL INSTALLATIONS IN BALAGEDOG VILLAGE, 

SINDANGWANGI DISTRICT, MAJALENGKA REGENCY (WEST JAVA 

PROVINCE). Thesis. Jakarta: S1 Electrical Engineering Education Study 

Program, Faculty of Engineering, Jakarta State University. Lecturer: Ir. Drs. 

Parjiman, MT, and Dr. Faried Wadjdi, M.Pd. 

This study aims to determine the feasibility of residential electrical installations 

located in the RT.06 and RT.07 environments with an installed power of 450 VA 

and 900 VA in Balagedog Village, Sindangwangi District, Majalengka Regency 

(West Java). based on the condition of electrical equipment namely cables, ignition 

boxes and plugs, safety types (MCB, fuses), and grounding based on PUIL 2011 

standards. The method used in this study is quantitative descriptive analysis. By 

observing each house with 4 aspects to be studied. The data analysis technique used 

is to use percentage descriptive analysis techniques. That is, researchers process 

the data and then use a percentage formula to determine the feasibility level of 

residential installations. The results showed that the condition of electrical 

installation equipment obtained a level of ineligibility, namely in grounding 

conditions, as many as 21 houses were not installed grounding. In the installation 

of houses with a power of 450 VA, more ineligibility was found from every aspect 

studied. The reason is due to economic factors from installation owners with middle 

to lower economic levels, so that homeowners pay less attention to the quality of 

electrical installation components that do not comply with SNI standards because 

of their high price. Residential houses are also inhabited by the elderly who do not 

understand about installed electrical installations. In the condition of electrical 

equipment installed with concisions is worn out due to long service life, so it needs 

to be replaced and also maintained regularly. This is expected to reduce the risk of 

electrical accidents. To improve the feasibility of electrical installations in 

residential houses located in RT.06 and RT.07 environments with installed power 

of 450 VA and 900 VA in Balagedog Village, Sindangwangi District, Majalengka 

Regency (West Java Province) Balagedog Village, homeowners should pay more 

attention to things that are not in accordance with the provisions of PUIL 2011, 

namely on electrical installation equipment (cables, contact boxes, MCB and fuses, 

and grounding). 

 

 

Keywords: Electrical Installation Feasibility, Residential House, PUIL 2011, 

Electrical Installation Fixtures, Wiring, Contact Box, MCB, Fuse, Grounding. 
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